Industrial Department

€588/
30 =
£3

Br506:22555555%

1
i

A

Boadns2 555555257
, 10 %

G50 625555555
s

EPA Request #: 111.B.1.e. PVSC41 - 00001797



i \iﬁ 72, {p 1

Industrial Department

PRETREATMENT MONITORING REPORT

DEC 2 2 2008

NAME: Honeywell International Inc., Study Area 7
MAILING ADDRESS: 101 Columbia Rd, (Attn: Helen Fahy (SOL-4)) Morristown, NJ 07962
FACILITY LOCATION: __ 80 Kellogg St, Jersey City, NJ 07305

CATEGORY & SUBPART: Not Applicable

OUTLET #:__ 1

CONTACT OFFICIAL: Helen Fahy TELEPHONE: 973-455-2989
NEW CUSTOMER ID / OUTLET ID: 31630005-1 OLD OUTLET DESIGNATION:
MONITORING PERIOD Average Maximum
Start End
11| 01| 08 11| 30 | 08 € i , e
Total Flow-gal/day 8,606 ‘5/’4@’7
MO | DAY | YR MO | DAY | YR (see attached)
Method Used: Blue-White Cat. No. RT-200MI-GPM2 Flowmeter
Production Rate (if applicaflé‘)\
\
PARAMETER \)\ ) MASS OR CONCENTRATION #OF | SAMPLE TYPE
; MON AVG | MAXIMUM | UNITS | SAMPLES| COMP/GRAB
: Sample-Medsurement 0.82 4.97 Ib/day 11
SR Permit Requirement 13.44 23 Ib/day Ok
g Sample Measurement <0.003 <0.003 mg/l 1
Catmiym Permit Requirement 0.19 mg/l s
Sample Measurement 0.0161 0.0161 mg/l 1 :
Capper Permit Requirement 3.02 mg/l GONF
Sample Measurement <0.003 <0.003 mg/l 1
L Permit Requirement 0.54 mo/l BEihi
: Sample Measurement 0.0224 0.0224 mg/| 1
Nisieel Permit Requirement 5.9 mg/| CaE
Sample Measurement <0.0002 <0.0002 mg/l 1
Mercury Permit Requirement 0.08 mg/l CoMP
; Sample Measurement 0.0213 0.0213 mg/l 1
e Permit Requirement 1.67 mg/l il
SGT-HEM; Non- Sample Measurement <5.1 <5.1 mg/l 1 GRAB
Polar Material Permit Requirement 100 mg/|
Sample Measurement ——
Permit Requirement > 7 o
Sample Measurement o iy N
Permit Requirement ok \\\ Vi
Sample Measurement /! z W B\ /%/ J
<% Permit Requirement |,/ 6%\/ =y i
N '2609 Sample Measurement | < | | v S A ] 7/)\ "
N . Permit Requirement | ¢ v‘@\%\ © @/ fi
= ‘f‘q‘J\{\ﬁ t. Sample Measurement N ; -:75“ S '
Todustie Permit Requirement o Nae?
Sample Measurement Sl a\a g
Permit Requirement e w5
Sample Measurement ¥ Wi
Permit Requirement

PVSC FORM MR-1 REV: 4 6/87 Pl

EPA Request #: |l1.B.1.e.

PVSC41 - 00001798



Industrial Department

PRETREATMENT MONITORING REPORT

DEC 29 008
Certification of Non-Use if applicable (use additional sheets): DEC 2 20

Compliance or non compliance statement with compliance schedule (use additional sheets if necessary) for every

parameter used:

Explain Method for preserving samples: Monthly and daily metals are preserved with HNO3.

SGT-HEM samples are preserved using HCl. BOD samples are collected in a refrigerated sampler.

All samples are iced in a cooler during transport to the lab.

I certify under penalty of law that this document and attachments were prepared under my direction or supervision in
accordance with a system designed to assure that qualified personnel properly gather and evaluate the information submitted.
Based on my inquiry of the person or persons who manage the system, or those persons directly responsible for gathering
the information, the information submitted is, to the best of my knowledge and belief, true, accurate and complete.

I am aware that there are significant penalties for submitting false information, including the possibility of

fine and imprisonment for knowing violations.

403.6(a)(2)(ii) revised by 53 FR 40610, October 17, 1988

(/ Signatu?/ of Principal
Executive of Authorized Agent

John J. Morris

Remediation Portfolio Director
Type Name and Title

I'L\\Sﬂo%

Date

PVSC FORM MR-1REV: 5 3/91 P2

EPA Request #: 111.B.1.e. PVSC41 - 00001799
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PRETREATMENT MONITORING REPORT

Honeywell

Industrial Department

Honeywell Page 3

18 2008

DEC

NAME;: Honeywell International Ine.. Study Area 7

MAILING ADDRESS:

101 Columbia Rd, (Attn: Helen Fahy (SOL-4)) Marristown,/NJ 07862

FACILITY LOCATION: 80 Kellogg St, Jersey City, NJ 07306

CATEGORY & SUBPART: __ Not Applicable
CONTACT OFFICIAL:

NEW CUSTOMER ID/ OUTLET ID __31630005-1
e ONITORING PERIOErssmemssmn

Helen Fahy

OUTLET #__1
TELI;;?HONE: 973-455-2939

OLD OUTLET DESIGNATION:

Ver; Maximum
Start End
11| 01 | o8 11 | 30 | o8 Eegulased Flenv-palidey;
Total Flow-gal/day | 8606 37.795
MO | DAY | YR MQ | DAY | YR (see attached)
Method Used: Blue-White Cat, No. RT-200MI-GPM2 Flowmeter |
Production Rate (if applicable) /\ I
[
PARAMETER | \MASS OR CONCENTRATION # OF SAMPILE TYPLE
| MON AVG || MAXIMUM | UNITS | SAMPLES | COMB/GRAB
; Samnple Measurement] \0.82 4.97 Ib/day 11
Ghmiuem Permit Requirement 13.44 i 23 Ib/day GLEIMP
Sumple Measurement <0.003” || =0.003 mg/l 1
Cadmium Permit Requirement 018 \ mg/l COMP
Sample Measurement 0.0161 \ 0.0161 ma/l 1
Copper Permit Requirement  \ 3.02 X mg/| comP
Sample Measuremenl <0.003 %0.003 mg/l 1
Lt Permit Requirement 0.54 \ mg/l A
: Suample Measurement 0.0224 \] 0.0224 mg/l 1
Nickel Permit Requirement .9 b e mg; comP
Sample Measurement <0.0002 i\ <0.0002 m 1
MR Permit Requirement 0.08 mg G
Zine __Sample Measurement 0.0813 i me/l Y COW
Perrmt Requitemant 1.67 X mg/l
SGT-HEM; Non- Sample Measurement =5.1 28,1 mgy/l Lo~ ERAB
Polar Material Permit Requirement 10Q mg/| 2K
Sample Measurement A\
Permit Requirement RSN
Samg_le Measurement Nt ;\
Permit Requirement Mgt
Sample Measurement =
Permit Requirement
Sample Measurement
Permit Requirement
Sample Measurement
Permit Requirement
Sample Measurement
Permit Reguirement
Sample Measurement
Poermit Requirement

PVSC FORM MR-

REV: 4 6/87 Pl

EPA Request #: |l1.B.1.e.

PVSC41 - 00001801



Industrial Department

12/18/2008 3:21:08 M Honeywell Honeywell ‘ Page 4
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NEC 18 2008

PRETREATMENT MONITORING REPORT

Certification of Non-Use il applicable (use additional sheets):

Compliance or non cormpliance statement with compliance schedule (use additional sheets if necessary) for every

parameter used;

Explain Method {or preserving samples! Menthly and dally metals are preserved with HNO3.

SGT-HEM samples are preserved using HCl. BOD samples are collected in a refrigerated sampler.
All samples are iced in a cooler during transport to the (ab.

1 certify under penalty of law that this document and attachments were prepared under my direction or supervision in
accordance with a system designed to assure that qualified personnel properly gather and evaluate the information submitted.
Based on my inguiry of the person or persons who manage the system, or these persons directly responsible for gathering
the information, the information submitted is, to the best of my knowledge and belief, true, accurate and complete.

I am aware that there are significant penalties lor submitting false information, including the poésibility of

fine and imprisonment for knowing violations.

403.6(a)(2)(ii) revised by 53 FR 40610, October 17, 1988

(/ Signatuy of Principal
xecutive of Authorized Agent

John J. Morrig

Remediation Partfolio Director
Type Name and Title

AN '8‘)@ B
Date

PVSC FORM MR-I REV: 5 3/91 P2

EPA Request #: 111.B.1.e. PVSC41 - 00001802
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Industrial Department

Honeywell Honeywell Page 1

FACSIMILE TRANSMITTAL

NOTE TO RECEIVING FAX MACHINE OPERATOR:

Please make and distribute copics i appropriale vddressees, so thal gach individeal reeeives

his/her copy simultaneously.

Tos
Company:
Fax:

From:
Company:
Phone:
Fax:

Subject:

_ Date:
Pages including cover:

EPA Request #: 111.B.1.e.

Andy Caltagirone
Passaic Valley Sewerage Commissioners
973-344-4876

Helen Fahy
Fahy Associates
973-455-2989
973-455-4005

Honeywell Study Area 7 Discharge of Tannin
Construction Water

12/18/08

6

PVSC41 - 00001804



Industrial Department

1271872008 3:20:55 PM Honeywell Honeywell Page 2
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Honeywell
Honcywell
P.Q. Box 1057

Mortistown, NJ 079621057

December 18, 2008

Andy Caltagirone

Manager of Industrial & Pollution Control
Passaic Valley Sewerage Commissioners
600 Wilson Ave

Newark, NJ 07105

RE:  Honeywell, Study Area 7
Discharge of Tannin Construction Water
Customer ID# 31630005-1

Dear Mr. Caltagirone:
Honeywell is submitting the November 2008 discharge menitoring reports for the discharge of

tannin construction water into the sanitary sewer at the 80 Kellogg St, Jersey City, Study Area 7
site. The enclosed MR 1 and MR2 are in compliance with the permit limits.

Please contact me at 973-455-2989 if you need further clarification or have questions.

On Behalf of Honeywell
Sincerely

Helen Fahy
SA-7 Program Manager
Fahy Associates

Ce: File
Frank Schroyer

3,

EPA Request #: 111.B.1.e. PVSC41 - 00001805



